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This report is a resull of an unannounced Federal
Life Safety re-certification survey conducted at
Yakima Vailey School located at 608 Speyers
Road, Seiah, WA on November 21, 2013 by staff
from the Washington State Patroi, Fire Protection
Bureau, Union Gap Detachment. This inspection
was conducted in cooperation with the Survey
Team from the Washington State Department of
Social and Health Services (DSHS).

The 2000 existing edition of the Life Safety Code
was utilized for the survey in accordance to 42
CFR 483.70: Requirements for Long Term Care.

The Long Term Care 128 bed facility, census of
76 was provided by the Interim Superintendent
and verified by Director of Nursing. The facility
consists of 7 coltages with 2 units in each of type
V-1 hour construction. Each coftage has a partial
basement that is used for mechanical services of
the building only. Each cottage is fully sprinkled
with an automatic fire alarm system in place. Exit
discharge points are to grade have been provided
with an all weather surface and lead to a public
way.

The facility is in substantial compliance with the
. Life Safety Code 2000 Edition as adopted by
CMS.
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Any éﬁciency statement ending with an asterisk {(*} denotes a deficiency which the instifution may be excused from correcting providing it is determined that
othersafeguards provide sufficient protection to the patients. {See instructions.) Except for nursing homes, the findings stated above are disclosable 90 days
following the date of sutvey whether or not a plan of correction is provided. For nursing homes, the above findings and pians of correction are disclosable 14
days following the date these documents are made available to the facility. if deficiencies are cited, an approved plan of correction is requisite to continued
program participation.
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Fire Protection Bureau

2715 Rudkin Road
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